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PATIENT BATHROOM DOOR MODIFICATIONS (PERRY POINT AND BALTIMORE VAMC)

INSTALL FULL LENGTH COVER PLATES OVER BOTH HINGE-SIDE FACES TO COVER HINGE NUCKLE OPENINGS.   PLATES TO BE ATTACHED TO
EXISTING HINGES VIA FASTENERS, WELDING, OR APPROVED ADHESIVE SYSTEM.  PLATES TO BE BEVELED TO MATCH EXISTING HINGES AND
SHALL NOT CREATE ANY ANCHOR POINTS.


